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Significance
Part 4 – Propagation and coupling of surges
Part 6 – Tutorials

This paper was presented as a summary tutorial aimed at the French-speaking Canadian community to solicit their
comments on the development of the IEEE Std 587 Guide.  The paper has been translated into English by the
author to make the English-speaking community aware of that paper, which served at that time as one output for
the release of the extensive test results that were reported in the 35-page GE Memo Report – still proprietary at that
time – “Lightning protection in residential AC wiring” (see Part 4 of the anthology).  

The tests were performed by injecting a simulated lightning flash current of unidirectional waveshape into the
grounding system of a simplified residential wiring system, and observing the coupling and induction of oscillatory
surges in the house wiring

Part 8 – Coordination of Cascaded SPDs
Excerpts from the complete test report found in this summary include a discussion of the performance of gapped
arresters, as well as MOVs installed at the service entrance, with coordination with an MOV installed at the end of
branch circuits.
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